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COMBUSTION CONTROL PANEL ELEVATIONS — DEMOLITION
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GENERAL SHEET

NOTES

1.

SEE SPECIFICATION SECTION 01 00 00, GENERAL
REQUIREMENTS, FOR CONSTRUCTION PHASING
REQUIREMENTS.

& SHEET

KEYNOTES

10.

11.

12.

13.
14.

15.

16.
17.

18.
19.

20.

21.

22.

23.
24.

REMOVE EXISTING COMBUSTION CONTROL PANEL AND
DEVICES. RECONNECT EXISTING DEVICES IN NEW
PANEL AS NOTED.

REMOVE EXISTING SEWER PUMP ALARM AND INSTALL
IN NEW PANEL (SEE KEYNOTE 20).

REMOVE EXISTING WATER TOWER LEVEL INDICATOR
AND INSTALL IN NEW PANEL (SEE KEYNOTE 25).

REMOVE EXISTING METROTEK REMOTE NOTIFICATION
MODULE AND INSTALL IN NEW PANEL. COORDINATE
REMOVAL WITH PECO, 610-962—-1904. SEE KEYNOTE
19.

REMOVE EXISTING GAUGE CONTROL PANEL AND
DEVICES. RELOCATE DEVICES IDENTIFIED BY
KEYNOTES 6, 7, 8 & 9.

REMOVE EXISTING WELL PUMP ALARM AND INSTALL
IN NEW PANEL. (SEE KEYNOTE 29).

REMOVE EXISTING CHESSELL CHART RECORDER AND
RELOCATE IN NEW PANEL (SEE KEYNOTE 28).

REMOVE EXISTING WELL PUMP CONTROL PANEL AND
RELOCATE IN NEW PANEL (SEE KEYNOTE 27).

REMOVE EXISTING STEAM EXHAUST MUFFLER
CONTROLS AND RELOCATE TO NEW COMBUSTION

CONTROL PANEL (SEE KEYNOTE 22).

NEW COMBUSTION CONTROL PANEL. INSTALL DEVICES
AS NOTED.

NEW 427 LCD GRAPHIC SCREEN TO DISPLAY
REAL-TIME PLANT OPERATING DATA. THE SCREEN .
WILL CONTINUALLY SCROLL THROUGH THE BOILER
SCREENS AND WILL DO POP—-UP ALARMS FOR
CRITICAL SYSTEMS.

LOCAL AUDIBLE VISUAL ALARMS FOR DEAERATOR AND
CONDENSATE.

EMERGENCY GENERATOR RUN INDICATOR LIGHT.
EMERGENCY FUEL SHUTOFF MUSHROOM SWITCH.

INDICATOR LIGHTS FOR BOILER FEED PUMPS 6, 7 &
8.

INDICATOR LIGHTS FOR FUEL OIL PUMPS 9 & 10.

INDICATOR LIGHTS FOR CONDENSATE TRANSFER
PUMPS 1, 2 & 3.

INDICATOR LIGHTS FOR CONDENSATE PUMPS 4 & 5.

RELOCATED METROTEK REMOTE NOTIFICATION MODULE
(SEE KEYNOTE 4).

RELOCATED SEWER PUMP ALARM (SEE KEYNOTE 2).

MICROPROCESSOR—DRIVEN 2.5” HIGH, WIDE—~ANGLE
LED DISPLAY CLOCK. SEE SPECIFICATION.

RECONNECT EXISTING STEAM EXHAUST MUFFLER
CONTROLS TO SYSTEM, AS REQUIRED (SEE KEYNOTE
9).

NEW 10.5” LCD ALARM SCREEN DISPLAY.
NEW OUTDOOR AIR TEMPERATURE READ—OQUT.

4

oxX
ox{
oxt
oxt
ox

25. INSTALL EXISTING WATER TOWER LEVEL INDICATOR
FROM EXISTING PANEL (SEE KEYNOTE 3).
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COMBUSTION CONTROL PANEL ELEVATIONS — NEW WORK

/4" =1

26.

27.

28.

29.

30.

31.

NEW 10.5” LCD GRAPHIC SCREENS TO DISPLAY
REAL-TIME DATA, ONE PER BOILER.

RELOCATED WELL PUMP CONTROL PANEL (SEE
KEYNOTE 8).

RELOCATED CHESSELL CHART RECORDER (SEE
KEYNOTE 7).

RELOCATED WELL PUMP ALARM (SEE KEYNOTE 8).
REMOVE EXISTING WATER TANK HIGH/LOW ALARM
FROM EXISTING PANEL AND INSTALL ON NEW PANEL
AS SHOWN.

REMOVE EXISTING ONAN GENERATOR >ZZ_CZQ>._.O_.,N
AND INSTALL ON NEW PANEL AS SHOWN.
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